TYPICAL

INSTALLATION

FLEXIBLE HOSE

UPSTREAM UNIT
MOUNTED VERTICAL
AGAINST A WALL

PURGE VALVE

@
@

GROUNDED OUTLET
115VAC 50/60Hz
(100—240VAC 50/60Hz AVAILABLE)

POWER CORD mz._.m<k\

FLEXIBLE HOSE

\/@ =

PURGE VALVE L~

DISCHARGE LINE \
(04" TUBING)

OPTIONAL SOLENOID VALVE
(UNI-DIRECTIONAL)
(TEST VALVE MONTHLY)

MANUAL
SHUTOFF VALVE

PRESSURE TANK BEFORE UNIT -

FROM WATER
SOURCE e

PRESSU
TANK

RE PRETREATMENT

/ DRAIN

OPTIONAL uj

g

DEVICES L d

i S —

OPTIONAL BYPASS

PIPING & DRAIN VALVE

UPSTREAM

PURE, SAFE WATER. ALWAYS

PREFERRED LOCATION

|
[
|
|
_W/ PIPE INSULATION

(MUST BE INSTALLED)

S~ PURGE VALVE

| __——— CONNECTION FOR OPTIONAL

SOLENOID VALVE

T~ COPPER TUBING

OR EQUIVALENT
(DO NOT USE PVC)

| _— PURGE VALVE

DISCHARGE LINE
(TO BE SECURED TO WALL)

OPTIONAL BYPASS
VALVES

== TO DISTRIBUTION
PIPING

1—ALL DIMENSIONS ARE IN
INCHES, APPROX. EQUIV.
IN METRIC [mm] INSIDE
PARENTHESIS.

2—ALL UV EQUIPMENT,
AUTOMATIC SHUTOFF
VALVES AND FLEXIBLE
HOSES SHALL BE
PROVIDED LOOSE BY
UV PURE.

3—PIPING, PIPE FITTINGS
AND INSULATION; MANUAL
SHUTOFF AND CHECK
VALVES SHALL BE
PROVIDED BY OTHERS.

FINISH

MATERIAL

DIMENSIONS IN INCHES (unless otherwise spocified)

DECMAL 3 PLACES +.003

FRACTIONAL. *1
DECIMAL 1 PLACE +.016 DECMAL 4 PLACES +.0006

UV PURE TECHNOLOGIES INC.
60 VENTURE DR., UNIT 19

UV | toroNTo, ONTARIO
PURE [M1B 354
NAME SIGN. DATE

DRAFT. | D.P. 01 MAY 06
DESIGN.|
CHECK
APPR.
me TYPICAL INSTALLATION

UPSTREAM UV DISINFECTION UNIT]
FeET  SHEET 1 OF 1 e
v, 000—R—900002 L




) PROPERTY OF UV PURE. TECHNOLOGIES ING. AND. 5 -
27.000 o THE. GONDIION THAT 1T WILL NOT BE USED OR = |
) [686mm] FORE RARE AT ALRAYS REVISIONS
65.000 ‘ o AUOOO: ﬂ_‘ DESCRIPTION ;uE | aPPvD
ﬁ\gxﬁvN‘\jj\L - o ﬁumf\jj\L B
—— PIPE SCHEDULE 80, CPVC °
wwpm,%%,wcjoz OR COPPER, HEAT RESISTANT :
\EEZO & SUPPORTS AEWOC%WUV — TYPICAL NOTES
010 SUPPLIED BY OTHERS 7 1—ALL UV EQUIPMENT,
o o ( ) % DISCHARGE AUTOMATIC SHUTOFF
%Im>omm VALVES (WHEN SPECIFIED)
_ AND FLEXIBLE HOSES
:Ewm INSULATION SHALL BE PROVIDED
27.750 (REQUIRED) — —— MANUAL SHUTOFF VALVE LOOSE BY UV PURE.
27.040” [705mm] (SUPPLIED BY OTHERS) 2-PIPING, PIPE FITTINGS
A ™ AND INSULATION; MANUAL
[ [687mm] CLEARANCE REQ'D [ CHECK VALVE SHUTOFF AND CHECK
Mo : VALVES SHALL BE
il TO REMOVE WIPER (SUPPLIED BY OTHERS) PROVIDED BY OTHERS.
Jim ] (ﬁ“ FLEXIBLE HOSE
x\‘“\
gl
=
il
,, L
M 29 760" +—— UPSTREAM
RT | N MODEL NC15-50
i [1010mm]
[— 7
I L
,/”_“\
_/,,\ U FINISH
/,"\
|
H PIPE INSULATION YIRS
,,\W AEWOC%WUV 1" FLEXIBLE
gu HOSE
\ -1 , - TOLERANGES (uniess otherwise specified)
= je \ 59 857" 17 AUTOMATIC SHUTOFF %Eﬁ mﬁ”_ ﬁmﬁmm
s i ’ VALVE AOUjOZ>C
,\AT\ [758mm] UV PURE TECHNOLOGIES INC.
L APPROXIMATE MANUAL SHUTOFF VALVE uv mmemzz_..%mmz._.cnm_ocz_._. 19
N AMCUUCWU BY OAIWBWV PURE|M1B 354
Il suppLy o [ o ELI
— HEADER oy
WATER SUPPLY , || —
A S . , ‘ SN - E ELEVATION LAYOUT
////,/,mmm%///x//%// /////A%//,//ww%// 2x NC15-50
NN NN ST SHEET 1 OF 1 oL
SIDE VIEW ELEVATION VIEW R




PIPING

19,

i

27.0407
[687mm

TO DISTRIBUTION

PIPING & SUPPORTS
(SUPPLIED BY OTHERS)

Q\v

UPSTREAM

PURE, SAFE WATER. ALWAYS

6.00” 27.00”
Twmjgjif/ [686mm]
PIPE SCHEDULE 80, CPVC ~15.00"
OR COPPER, HEAT RESISTANT —138Tmm]
(REQUIRED) — TYPICAL
S
?,moz%om SUPPLIED
HEADER
PIPE INSULATION - % ANUAL BY OTHERS
” (REQUIRED) —
2375 RN SHUTOFF VALVE
[603mm] K
CLEARANCE REQ'D. CHECK VALVE
TO REMOVE WIPER 1" FLEXIBLE HOSE
» +—— UPSTREAM
99.75 MODEL NC15-50
[1010mm]
17 FLEXIBLE
HOSE
8 PURGE VALVE
PE INSULATION DISCHARGE TO DRAIN
41 a2 (REQUIRED) 17 AUTOMATICSHUTOFF
) VALVE (OPTIONAL)
[1053mm] e DRAIN
APPROXIMATE m )
SUPPLIED - 5 MICRON FILTER
BY OTHERS 20” "BIG BLUE”
(OPTIONAL)
> MANUAL SHUTOFF
WATER SUPPLY VALVE
(PRESSURIZED) -
ANNNNN

2x NC15-50

1—ALL DIMENSIONS ARE IN
INCHES, APPROX. EQUIV.
IN METRIC [mm] INSIDE
PARENTHESIS.

2—ALL UV EQUIPMENT
AND FLEXIBLE HOSES
SHALL BE PROVIDED
LOOSE BY UV PURE.

3—PIPING, PIPE FITTINGS
AND INSULATION; MANUAL
SHUTOFF AND CHECK
VALVES SHALL BE
PROVIDED BY OTHERS.

4—FILTERS AND AUTOMATIC
SHUTOFF VALVES ARE
RECOMMENDED BUT
OPTIONAL.

FINISH

MATERIAL

UV PURE TECHNOLOGIES INC.

c< mo<mz._.cmmcm..cz_._.,_m
TORONTO, ONTARIO
PURE|MIB 354

D.P. 11 MAY 07

ELEVATION LAYOUT
2x NC15-50 w/ FILTERS

SHEET 1 OF 1 SRONE

000—R—900030 L




REVISIONS
42.000” G wPPVD)
- ] UPSTREAM o woww T o
ﬁé O@ﬂj\i\jg PURE, SAFE WATER. ALWAYS 5
¢
6.000" 15.000” )
" = [381mm] £
[152mm)] +—— PIPE SCHEDULE 80, CPVC NOTES
mwﬂm%%,mcjoz OR COPPER, HEAT RESISTANT 1—ALL UV EQUIPMENT
PIPING & SUPPORTS L (REQUIRED) — TYPICAL AUTOMATIC SHUTOFF
5o \ (SUPPLIED BY OTHERS) - iﬁ DISCHARGE VALVES (WHEN SPECIFIED)
mmww ! ! AND FLEXIBLE HOSES
Ul . ] %Imgmx SHALL BE PROVIDED
j PIPE INSULATION ro Tmr AT LOOSE BY UV PURE.

27.750" (REQUIRED) ———— MANUAL SHUTOFF VALVE 2-PIPING, PIPE FITTINGS

27.040” [705mm] (SUPPLIED BY OTHERS) wnw&z%cw\/zjooz%%%xzc?
———
[687mm] CLEARANCE REQ'D ™S CHECK VALVE VALVES SHALL BE
TO REMOVE §>Umﬂ AmCUUCmD BY OAIWEWV PROVIDED BY OTHERS.
™N— 1" FLEXIBLE HOSE
39.760" +——— UPSTREAM
N MODEL NC15-50
i [1010mm]
W,,ﬂ
=
L FINISH
|
b PIPE INSULATION
AV 0 ,\”\%mocimg 1” FLEXIBLE MATERIAL
g 8 HOSE
)

/ 59 857" 17 AUTOMATIC SHUTOFF DIMENSIONS IN INCHES (nlsss_otherwioe spoalfed)
a . ; VALVE (OPTIONAL) o e e PAGES Sot0
, [758mm] 1(®)) 1(®)) 1{©); o S Sk 3 Ul fove

APPROXIMATE N N /ﬂ N MANUAL SHUTOFF VALVE — :
| VP i i AMCUUEWU BY OHIWWMV UV PURE TECHNOLOGIES INC.
, ‘, , 60 VENTURE DR., UNIT 19
A uv TORONTO, ONTARIO
, — , , PURE (1B 354
NAME SIGN. DATE
D.P. 30 APR 07

ELEVATION LAYOUT
3x NC15-50

m:mﬂA01A un%m
000—R—900023 L

SIDE VIEW ELEVATION VIEW

LW ILEHIIE




THIS DRAWING, ITS SPECIFICATIONS AND DESIGNS, IS THE
o CORIEET T, RETFON UFON FEGUESr T S SUBMITIED ON|
UPSTREAM | [t twe o sl
: PURE, SAFE WATER, ALWAYS REVISIONS
6.00 . 42000 ] PIPE SCHEDULE 80, CPVC D S
152 « :
[ Si/ [1067mm] OR COPPER, HEAT RESISTANT &
(REQUIRED) — TYPICAL :
7 - E

I TO DISTRIBUTION

PIPING ) )

1—ALL DIMENSIONS ARE IN
INCHES, APPROX. EQUIV.

) PIPING & SUPPORTS DISCHARGE IN METRIC [mm] INSIDE
S SUPPLIED
2 (SUPPLIED BY OTHERS) BIPE INSULATION HEADER BY OTHERS PARENTHESIS.
23 75”7 (REQUIRED) —— MANUAL 2—ALL UV EQUIPMENT
. N SHUTOFF VALVE AND FLEXIBLE HOSES

27.040” [603mm] SHALL BE PROVIDED

CLEARANCE RO I~ CHECK VALVE LOOSE BY UV PURE.
TO REMOVE WIPER 17 FLEXIBLE HOSE u\m_ﬁzmzmmﬁﬂ,oﬁ“}@mmc?

SHUTOFF AND CHECK
VALVES SHALL BE
PROVIDED BY OTHERS.

4—FILTERS AND AUTOMATIC
L UPSTREAM SHUTOFF VALVES ARE
. MODEL NC15-50 RECOMMENDED BUT
39.75 OPTIONAL.
[1010mm]
1”7 FLEXIBLE FINISH
HOSE
PURGE VALVE MATERIAL
DISCHARGE TO DRAIN
41 447 1”7 AUTOMATICSHUTOFF DIMENSIONS IN INCHES (unless otherwise specified)
VALVE (OPTIONAL) o CLCES (inkoss otrarsies spuctied)
TO@MBD\L EE H__n ﬁw%w¥
ﬁ” APPROXIMATE ! o !
u SUPPLIED 1= 5 MICRON FILTER UV PURE TECHNOLOGIES INC.
N ! » » 60 VENTURE DR., UNIT 19
L BY OTHERS 20" "BIG BLUE UV | toroNTO, ONTARIO
L | (OPTIONAL) PuRE |MiB 354
= N MANUAL SHUTOFF — e
T\: WATER SUPPLY " VALVE - —
i (PRESSURIZED)

SHEET 1 OF 1 SRONE
000-R-900031 L

3x NC15-50 w/ FILTERS
3x NC15-50

DRAFT.
DESIGN.|
/ %‘ CHECK
N N N PR,
// SUPPLY HEADER /// mE ELEVATION LAYOUT
SHEET
No.
[}
No.




UPSTREAM)] [E=oanssa

PURE, SAFE WATER. ALWAYS mg_m_ozm
REV DESCRIPTION DATE APPYD
57.000" >
o —_————— B
[1448mm)] c
D
15.000" T
NOTES
[381mm] —— PIPE SCHEDULE 80, CPVC
wwpzo%%,mcjoz OR COPPER, HEAT RESISTANT wacrocz%jm%cmﬁ@w%_ﬁ
m AEWOCEWUV - TTPICAL VALVES A<<Imz mUmQ]mUV
d PIPING & SUPPORTS iﬂ DISCHARGE AND FLEXIBLE HOSES
) (SUPPLIED BY OTHERS) W %Im%mx SOOSE Bv Uy PURE
PIPE INSULATION - I+ .

|
27.750" (REQUIRED) e~ 2—PIPING, PIPE FITTINGS
27 040" ﬁ Q N L7 %Mcz%%ﬁjmwz%omﬂzww%m AND INSULATION; MANUAL
. 705mm SHUTOFF AND CHECK
N} [687mm] (ozmox VALVE VALVES SHALL BE
mwmwmm@zo@mm mém,m%m. (SUPPLIED BY OTHERS) PROVIDED BY OTHERS.
— 1”7 FLEXIBLE HOSE
39.760" +—— UPSTREAM
[1010 ] N MODEL NC15-50
mm ”
m FINISH
PIPE INSULATION |
REQUIRED J 5
A ) L Loes B MATERIAL
29.857” 17 AUTOMATIC SHUTOFF DIMENSIONS IN INCHES (unless otherwise specified)
; VALVE (OPTIONAL) T e ———
ﬁwmmgj\L —\,, 1 ANGUUAR s DECMAL 2 PUIGES £010
APPROXIMATE J MANUAL SHUTOFF VALVE DECNAL 1 PLACE +.016 DECMAL 4 PLACES +.0006
W (SUPPLIED BY OTHERS) UV PURE TECHNOLOGIES INC.
i 60 VENTURE DR., UNIT 19
f % SUPPLY UV | roroNTo, ONTARIO
f HEADER L
W L%v N SION. E
7 DRAFT. | D.P. 30 APR 07
QD i
CHECK
APPR.
SIDE VIEW 4x NC15-50 T
— " l
X S SHEET 1 OF 1 SoORE
e 000—-R-900024 R _




i

TO DISTRIBUTION
PIPING

e e REVISIONS
REV DESCRIPTION DATE APPVD|
72.000" x
B
[1829mm] 3
D
15.000” e
NOTES
[381mm] | PIPE SCHEDULE 80, CPVC
OR COPPER, HEAT RESISTANT g\wmrmgawmﬁﬂ@wwwﬁ
AEWOC,EWUV — TYPICAL VALVES A<<ImZ m_qu]mUv
4 oo
[ L [ ] f Lol | HEADER
PPE SULATON  AF T e o o e = ” % LOOSE BY UV PURE
27.750"7 Awmocfmev el Nl el Nl sl — 2—PIPING, PIPE FITTINGS
N gl 5! ! ! i MANUAL SHUTOFF VALVE AND INSULATION; MANUAL
[705mm)] N (SUPPLIED BY OTHERS) SHUTOFF AND. CHECK
| S CHECK VALVE VALVES SHALL BE
CLEARANCE REQ'D. 1 1 1 1 (SUPPLIED BY OTHERS) PROVIDED BY OTHERS.

TO REMOVE WIPER

LN 1" FLEXIBLE HOSE

+—— UPSTREAM

FINISH

MATERIAL

39.760”
[1010mm] N MODEL NC15-50
mm
| PIPE INSULATION il
(REQUIRED) - waV\w‘;:ﬁHmszm
HOSE
&
, 17 AUTOMATIC SHUTOFF
8ss o o VALVE (OPTIONAL)
[758mm] 11(®)) 1(®)}
APPROXIMATE N ,J\ D \wwﬂvwx‘z>zc>ﬁ SHUTOFF VALVE
| | (SUPPLIED BY OTHERS)
_ |
i —— T suppLy
HEADER
WATER SUPPLY f . h\p\%ﬁ
| | —
ANSENNN
SIDE VIEW 5x NC15-50

TORONTO, ONTARIO
M1B 354

UV PURE TECHNOLOGIES INC.
60 VENTURE DR., UNIT 19

D.P.

30 APR 07

5x NC15-50

ELEVATION LAYOUT

SHEET 1 OF 1

SCALE
NONE

000—-R—-900025




o
U Uc.m. m_m> M REVISIONS
102.000” ~ B aad
- [2591Tmm] o )
[
6.000" 90.000" 0
——— — E
[152mm] [2286mm] NOTES
15.000" 1—ALL UV EQUIPMENT,
|- - PIPE SCHEDULE 80, CPVC — PIPE INSULATION
TO DISTRIBUTION CLEARANCE REQ'D. [381mm] OR COPPER, HEAT RESISTANT (REQUIRED) GALVES (WHEN SPECIFIED)
PIPING TO REMGVE WIPER (REQUIRED) — TYPICAL AND FLEXIBLE HOSES
FTEN - SHALL BE PROVIDED
\\A 3 PIPING & SUPPORTS — I Dot LOOSE BY W PURE.
Ny (SUPPLIED BY OTHERS) %
T 2—PIPING, PIPE FITTINGS
” AND INSULATION; MANUAL
27.750 I~ MANUAL SHUTOFF SHUTOFF AND CHECK
[705mm] VALVE (BY OTHERS)| VALVES SHALL BE
PROVIDED BY OTHERS.
\— CHECK VALVE
(BY OTHERS)
1” FLEXIBLE HOSE
39.760" —— UPSTREAM
MODEL NC15-50
[1010mm]
REDUNDANT
UNIT
FINISH
PIPE INSULATION 1” FLEXIBLE MATERIAL
(REQUIRED) - HOSE
3
29.857”7 1”7 AUTOMATIC DIMENSIONS IN INCHES (unless otherwise specified)
SHUTOFF VALVE e S Sea S SACES So10
ﬁw@mﬁjj\g (OPTIONAL) DeGuAL 1 PLACE S/fie DEoMAL 4 PLAGES 110006
APPROXIMATE UV PURE TECHNOLOGIES INC.

MANUAL SHUTOFF U | o0 verruRe or, un 15
VALVE (BY OTHERS) |[ rure |JORONTO. ONTARO

? L1
WATER SUPPLY ‘:,Elw . 1 T e son | owe

ﬁ D.P. 30 WAR 07

ELEVATION LAYOUT
6x NC15-50 W/ 1 REDUNDANT

6 x NC15-50 + 1 REDUNDANT =T SHEET 1 OF 1 “NONE

000—R—900020 L




6"

[152mm]

UPSTREAM

ALWAYS.

1177

PIPE SCHEDULE 80, CPVC
OR COPPER, HEAT RESISTANT
(REQUIRED) — TYPICAL

[2972mm]
105”7

TO DISTRIBUTION

PIPING

15
[381mm]

[2667mm]

DISCHARGE HEADER

PIPE INSULATION

T MANUAL

S~ CHECK VALVE

17 FLEXIBLE HOSE

—— UPSTREAM
MODEL NC15-50

=— REDUNDANT
UNIT

28 (REQUIRED) |
[705mm]
CLEARANCE REQ'D.
4 TO REMOVE WIPER
I
40"
[1010mm]
|
I
307
[758mm]

APPROXIMATE

WATER SUPPLY

1" FLEXIBLE
HOSE

17 AUTOMATIC
SHUTOFF VALVE

MANUAL SHUTOFF
VALVE

< N
A R Y
< //79WW,/,7/// N\

SHUTOFF VALVE

1—ALL UV EQUIPMENT,
AUTOMATIC SHUTOFF
VALVES (WHEN SPECIFIED)
AND FLEXIBLE HOSES
SHALL BE PROVIDED
LOOSE BY UV PURE.

2—PIPING, PIPE FITTINGS
AND INSULATION; MANUAL
SHUTOFF AND CHECK
VALVES SHALL BE
PROVIDED BY OTHERS.

FINISH

MATERIAL

DIMENSIONS IN INCHES (unless otherwise spocified)

a
?
%
%

FRACTIONAL 1 DECMAL 3 PLACES +.003
DECIMAL 1 PLACE +.016 DECMAL 4 PLACES +.0006

UV PURE TECHNOLOGIES INC.

c< mo<mz._.cmmcm..cz_._.,_m
TORONTO, ONTARIO
PURE|MIB 354

D.P. 20 FEB 07

CHHEE

ELEVATION LAYOUT
7x NC15—-50 W/ 1 REDUNDANT

SHEET 1 OF 1 SRONE

P

000—-R—-900018 -




T| 9.308"

[236.4mm]

AN

h

RN

N

\\
AN

N
N

N
N

—

2

k]

2N

AR

CLEARANCE REQUIRED
TO REMOVE WIPER

#F\w

B

WATER oUT, 9@

S A B C SORIEET O RETURS UPON. REQURST. 1T 5 SUBUTED O
UNIT . . . REERODUCED. IN ANY WAY WTIOUT Y PURE'S WRITTEN
(MODEL) inches inches inches |[xprovac
NPT MALE] [mm] [mm] [mm] || REVISIONS
REV DESCRIPTION DATE APPYD

NC10-75 A | ECO. 203 - DP 18 QUL 08
NCi10-75 17 32.00” 21.71” | 20.00” ”

DS10 [813mm] [[551mm][[508mm] [~

DSi10 €
NC15—75 NOTES
NC10-50 1) ALL DIMENSIONS ARE IN
NCi15—75 17 35.75”" 24.34” | 23.75” m.oohﬂ?nﬂﬂovm,%mmo
NCi10—50 [908mm] [[618mm]|[603mm] [mm] INSIDE BRACKETS.

DS15

DSi15
NC30-75
NCi30-75
NC15-50 17
NCi15-50

DS30 39.75”" 27.04" | 27.75"

DSi30 [1010mm][[687mm]|[705mm]
NC30-75
NCi30-75 1%

DS30

DSi30

UPSTREAM

PURE, SAFE WATER. ALWAYS,

WATER IN, @

FINISH

MATERIAL

UV PURE TECHNOLOGIES INC.

c< mo<mz._.cmm_vm..cz_._.._w
TORONTO, ONTARIO
PURE|MIB 354

D.P. 20 APR 08

OVERALL DIMENSIONS
UPSTREAM UV _DISINFECTION UNITS

FeET  SHEET 1 OF 1 e
o 000-R—-900001 R A




PROPERTY OF UV PURE TECHNOLOGIES INC. AND
. UNIT A B IR 1 G 8 e o
T| 9.306 —— REMOTE CONTROL (MODEL) inches inches RormovieD !N AN VAY NTHOUT UV PURE'S WRITTEN
7 [236.4mm] * 0.599” [mm] [mm] REVISIONS
/ m + m REV DESCRIPTION ;uE | aPPvD
& — _”‘_@.NS)_B”_ NC10-75 A | ECO. 204 - DP 21 JUL 08
I — 0.990” I$ « NCi10-75 32.00" | 24.52” :
\m 7 [25.1mm] * ) DS10 [813mm] | [623mm] -
7.500” % . » DSI10 :
[190mm] x @ ﬁwwwﬂmﬂ:i ° NC15—75 NOTES
S\\w ) S 2.250" \$ NC10-50 % — ALL DIMENSIONS ARE IN
m\\ B A | S [57.2mm] NCi15—75 35.75” 28.27" INCHES, APPROXIMATE
% . NGT0-50 | [908mm] | [718mm] EQUIVALENT IN METRIC
# & 2.700 , [mm] INSIDE BRACKETS.
‘ DS15
WATER OUT [68.6mm] 3.500” DSi15
, 88.9 —
USE #8x3%’LG. SCREWS [88.9mm] NC30-75_1"
(2—PLACES) (TvP) NC30—75_14
\A « 7 NCi30—-75_1"
\ SEE DWG. R900001 - - NCi30—75 11
\ ﬁF FOR OTHER DIMENSIONS —=— 3.465 EHER s s 005 | 30000
v, | _ . .
, 1 [88.0mm] 7 NCi15—50_1" |[1010mm]| [820mm]
,\\F\ IS @ DS30_1"
7 g | DS30_13"
0 ‘\Cmm #12 x %"LG. m0mm<<ml_ , DSiI30_1"
x |  HEX. HEAD A#I_U_LPO_mmVL ! DSi30_14”
\A

SEE INSTRUCTION MANUAL

(R800001) FOR TYPICAL
INSTALLATION.

[102.2mm]

WATER IN

4.025”"

A

UPSTREAM

PURE, BAFE WATER. ALWAYS

FINISH

MATERIAL

UV PURE TECHNOLOGIES INC.

c< mo<mz._.cmm_vm..cz_._.._w
TORONTO, ONTARIO
PURE|MIB 354

D.P. 29 JUN 08

MOUNTING LAYOUT
"UPSTREAM" NC10/15/30

SHEET 1 OF 1 SRONE
000—R—900004 R A
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